KA2VM0003 Ellevio AB
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=S Dimensions Width [mm] [Depth [mm] |Hight [mm]
(=
2 g Substation 4080 3050 2576
ksl
T m TR-room 3800 1300 2090
ﬁ [
Mm MV-room 3800 700 1600
m, W LV-room 3800 700 1600
23 Lenght [mm] Width [mm] [Hight [mm]
o © .
6 TR max. dim. 1800 1100 1900
b=l
s 8 Weights kgl
(72 =
£3 enclosure 8500 with cable cellar
52 MV-switchgear | 590
S E LV-switchgear | 710
PE= Overall 15500 incl. fransformer
A Object Date Calculation nr. Sheet size
Ellevio AB 10.11.2015 KA2VM0003 DIN Ak
B Substation type 015 CTTC Designer ) HARJU ELEKTER: (o= Seale Trarge
C 10..22/0,4 kV EA. 1:60
Drawing Check . o TIRS Work nr. Stage
D Compact sheet metal substation with concrete foundation TL. ﬂ_M_«_c ...mWW_MmM mw_M_M_,MMoosz_xn AS va_a_ww_mo_max.omﬂ
E . p
max. 2x800 kVA faks +372 6 747 441 mail@he.ee | Drawing nr. Sheet/sheets
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